Phoenix Precast Products

Valve Vaults\Standard\8 Ft Dia\Typical 8 Ft Dia Valve Vault

1-800-639-2199

Fax (603) 224-2927

Pipe Chart
e 1.) Steel Reinforcement Conforms To Latest ASTM Specifications:
Pipe Pipe OD Connection ASTM A-615 Grade 60 Black Deformed Bars
E ASTM A-185 Welded Wire Fabric
2.) Concrete: fc = 5,000 PSI @ 28 Days Minimum, Type III Cement
I 3.) Butyl Rubber Joint Sealant Conforms to ASTM C-990 and Federal Spec SS-S-210A
F 4.) Flexible Connection Provided For All Pipe Connections.
5.) All Valves, Mounting Hardware, and Related Ancillary
D Equipment Provided by Others.
B ) 6.) HS-20 Design Loading Conforms to Latest Specifications ASTM C478, AASHTO
Hatch to Drain Into Manhole M199 Precast Reinforced Concrete Manhole Sections
Unless Otherwise Noted 7.) Hatch to Drain Into Structure Unless Otherwise Noted
« 8.) Contact Phoenix for Hatch Requirements Exceeding these Dimensions
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